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NOTES:

1. BODY AND CAP SHALL BE BRONZE ASTM B62; SCREEN SHALL BE 20 MESH STAINLESS STEEL;
GASKET SHALL BE NON-ASBESTOS; ENDS SHALL BE THREADED ANSI/ASME B1.20.1

2. WORKING PRESSURE SHALL BE NON-SHOCK, 200 PSI @ 150 DEGREES

3. REFER TO CITY STANDARD DETAIL LSD-14 FOR ALL MATERIALS
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